48" INSIDE ) (2) 27 GALV.
DIAMETER 6 COUPLINGS

WET WELL _~ FOR CONDUIT

2” SCH. 80
BOOT FOR 7 AN ) PVC F.M. OUT
4”7 INFLUENT AN /
SIMPLEX
GRINDER PUMPS
4" VINYL—COATED NON—SHRINK

SCREENED VENT CAP GROUT (TYP)

w/GALV. RISER PLAN VIEW

307 x 36" ALUM.
ACCESS HATCH

/(HAI_I_IDAY S1R—3036)
TOP » iXiXiXX‘sziXiXiX i
% TTeT /T Tl HANDLE
% / o —EXT. )
Ll » ™~
% L ) 48" t 2" BRONZE
x| 4 INJFI_UENJT\ e
: £ ALARM E Y\2" SCH. 80
© o oblac  PVCFM oUT
> 0} LEAD %
"""""""""""" ¥ | 27 SCH. 80
.| SS. CHAN —= -+ PVC PIPE
| & GUDE RALS [.- B
OFF ) 2” CAST IRON BASE ELBOW
. : w/BREAK—AWAY COUPLING
S AND BUILT—IN BALL CHECK
BOTTOM VALVE
:OO
NOTES

1. CLEAR FLOW PUMP STATION SHIPPED ASSEMBLED WEIGHING
APPROXIMATELY 12,000 LBS.
2. SIMPLEX GRINDER PUMP WITH EZ—OUT GUIDE RAIL BREAK—AWAY SYSTEM
5. CONTROL PANEL SHIPPED LOOSE FOR ON-SITE INSTALLATION AND
ELECTRICAL HOOK—UP BY OTHERS

CL EAR FL O \/\/ SCALE: NONE | DATE: 2007 DWG: WW4 GRINDER-SIMPLEX

2 DIAMETER SIMPLEX
BYCP&P GRINDER PUMP STATION
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48" INSIDE ) (2) 2" GALV.

DIAMETER 6 COUPLINGS
WET WELL < FOR CONDUIT

2” SCH. 80
BOOT FOR N PVC F.M. OUT
4" INFLUENT /| : /

DUPLEX SR ,i..i;iiiiiF}‘ﬂ?ﬂﬁ \2” SCH. 80
GRINDER PUMPS PVC EM. OUT
4” VINYL—COATED NON—SHRINK

SCREENED VENT CAP GROUT (TYP)

w/GALV. RISER PLAN VIEW

30" x 36" ALUM.
ACCESS HATCH

/(HALI_IAY SIR-3036)
TOP T
o — N
¥ TleT /T il HANDLE
% BT -
= [ : 1 2”7 BRONZE -
<T 48 - N0\
>| BOOT FOR "}~ GATE VALVE
x| 47 INFLUENT- |- ARV
* - . <—>‘
\ - @‘j]%[/ a2 —
: — LK I ] 2" SCH. 80
2 © ALARM % e PVC F M- ouUT
Dl > oy LAG e | e
@ oy LEAD ... - . /; 2”7 SCH. 80
B! L _“pvC PIPE
4| SS. CHAN — . T
~| & GUDE RALS |-
OfF o w | 2" CAST IRON BASE ELBOW
- — |- w /BREAK—AWAY COUPLING
e o Iy Sy # : AND BUILT—IN BALL CHECK
BOTTOM T e VALVE (TYP OF 2)
5 10

" 1. CLEAR FLOW PUMP STATION SHIPPED ASSEMBLED WEIGHING APPROX. 12,000 LBS.
2. DUPLEX GRINDER PUMPS WITH EZ—OUT GUIDE RAIL BREAK—AWAY SYSTEM
5. CONTROL PANEL SHIPPED LOOSE FOR ON—SITE INSTALLATION & HOOK—-UP BY OTHERS

CL EAR FL O \/\/ SCALE: NONE | DATE: 2007 DWG: WW4 GRINDER-DUPLEX

4 DIAMETER DUPLEX
BYCP&P GRINDER PUMP STATION

(800) 648 — 2678




(2) 2” GALV.

2" BALL
COUPLINGS
FOR CONDUIT CHECK VALVE

(TYP OF 2)

2" SCH. 80

/ PVC FM.

BOOT FOR
4” INFLUENT

AP T - L s 30
DUPLEX S o /e ‘\\\¥2w SCH. 80 QN 2 PVC F.M. OUT
GRINDER PUMPS s PVC F.M.
. 2” BRONZE
47 VINYL—COATED NON—SHRINK G(/%E \ééL;/)E
SCREENED VENT CAP GROUT (TYP)
w,/GALVANIZED RISER PLAN VIEW
4” VINYL—COATED . v
SCREENED VENT CAP 30 x 300 ALUM. 30 x 36
w/GALVANIZED RISER — gur"77» ACCESS HATCH ACCESS HATCH
e /(S1R—3030) /(S1R—3OZ>6)
TOP f— v
Ce T e T | ALUMNUM
JARE2 = 1 gn 1| ACCESS
) 2k / g = "] LADDER
=1 BOOT FOR ] 3 i~ o [ .
1 4”7 INFLUENT F. H ) P SE o
\ ) - ]2 scH. 807
~ .l SUPVCEM. | o %
| I ol 77 N o 2 I ouT kI
it i g Ve ©
- fak eSS — - =1 ==
SS. CHAN &  [". I Ny sen g0 |7 :
5 GUIDE RAILS ——— | ~ B 0
: - : PVC FM. | ‘ . .
2o — 4 ,
> ALARM ‘\ Wb N ] %)
oy LAG 1 . T VSTEEL PPE
o0 6” BLOCKOUTS SUPPORT
""""""""" FOR DRA'N (TYIP OF 2)
@
OFF .
%0 2" BASE ELBOW
1 w/BREAK—AWAY
BOTTOM I " CcouPLING
% o (TYP OF 2)
5 10
NOTES:

1. WET WELL & VALVE VAULTS SHIPPED ASSEMBLED WITH HEAVIEST LIFT APPROXIMATELY 15,000 LBS.
2. DUPLEX GRINDER PUMPS w/BASE ELBOW BREAK—AWAY SYSTEMS & CONTROL PANEL
3. CONTROL PANEL SHIPPED LOOSE FOR ON—SITE INSTALLATION AND ELECTRICAL HOOK-UP BY OTHERS

CL EAR FL O \/\/ SCALE: NONE | DATE: 5/07,/08 DWG: WW4 GRINDER-DUPLEX-VV

4" DIAMETER DUPLEX GRINDER
BYCP&P PUMP STATION w/VALVE VAULT

(800) 648 — 2678




6 0" 6 0"

12 2" BALL (2) 2" GALV. "
CHECK VALVE o COUPLING
(TYP OF 2) + FOR CONDUIT
- } <18 “ R
° ‘ RIS 12 °
" | NON-SHRINK [+ ) i — ™
Gmm(wm\i, - . -
N J P . N o - L N
© 5 ¥ ¥ N} Q. T °
g Vi TN S : < AN g
2_SCH. 807 1.7 - — 2 N N P L - BOOT FOR 8"
PVC FM. B i = === = o 9 " INFLUENT
ouT - . \\ // - I/
- V2 son g0 pve/ [ X :
ST T PG| PPE (CONNECTION | e e e e
< hoi e BY OTHERS) .
2" BRONZE
oaTeE vave  PLAN VIEW PLAN VIEW
(TYP OF 2)

4” VINYL—COATED 20" x 48" ALUM. 4” VINYL—COATED
SCREENED VENT CAP 24" x 24" ALUM.  (2) 2” GALV. ACCESS HATCH SCREENED VENT CAP
w/GALVANIZED RISER~_ ACCESS HATCH COUPLING (S15—3048) ‘////fW/GALVANiED RISER

) (SR-2424) FOR CONDUIT ’/f j—"
I Eii/////////x,/// \ f\\\\\\\\\\\ ™
e [N —F e [ E=f 1"
VT ALUMINUM =— R4 b N |
b ACCESS ¢ L ] ggtb
LADDER D : - :
© T, - © L GUIDE
o ] o o RALS
~ 2" 5 . S 127 Py
) S B ‘ " 5 = S —— ©
o 2 sch. 80" -l * 2 | 2l
> PVCEM. | L Q| &y ScH. 8ol -
S| out - . o PVC{l
v = eI DA b _
» NN U LI | ‘LEARX ~~~~~~~ N 720wl N .
R A S S & e " "] BOOT FOR 8" | ‘o
i - ‘/IMFLUENT =\
steeL PiPe supporTs /. SECTION VIEW ] 7 o
(TYP OF 3) o Z —
6” BLOCKOUTS FOR 2" PVC - & A ALARM
DRAIN LINE w/BACKWATER STOP M & [ .
PROVIDED FOR ON-SITE - @ | ]LAG ‘©
INSTALLATION BY OTHERS . :
~|LEAD ©
GALV.— 1| A ] — .
LIFTING |, | | ¢
CHAN |.- OFF ¥
NOTES: ]
1. PUMP STATION DELIVERED IN SECTIONS WITH HEAVIEST . o
LIFT APPROXIMATELY 19,000 LBS. VALVE VAULT SHIPPED . TR L N
ASSEMBLED. m¢ e lBoTTOM
2. DUPLEX GRINDER PUMPS & CONTROLS w,/BREAK—AWAYS & :
3. CONTROL PANEL SHIPPED LOOSE FOR ON-SITE
INSTALLATION AND ELECTRICAL HOOK—UP BY OTHERS }
4. 2" SCH. 40 PVC DRAIN LINE w/BACKWATER STOP SECTION VIEW
PROVIDED BY CLEAR FLOW FOR ON=SITE INSTALLATION
BY OTHERS

CL EA R FL O \/\/ SCALE: NONE | DATE: 2004 DWG: WW6060 GRINDER-DUPLEX-VV

6060 DUPLEX GRINDER PUMP
By G Al STATION w /VALVE VAULT

(800) 648 — 2678




1. DU

SLEX PUMPS w/BREAK—AWAY SYSTEM

2. CONTROLS SHIPPED LOOSE FOR INSTALLATION & ELECTRICAL HOOK-UP BY OTHERS
3. ALL PIPING BETWEEN STRUCTURES BY OTHERS
4. STRUCTURES SHIP ASSEMBLED WITH HEAVIEST LIFT APPROXIMATELY 28,000 LBS.

& 0" 6 0" 6 0"
doounne . 30, &' _VAVE REstuBtY
FOR REMOTE L5
VRN v | [ (e peeeh
o P S| BOOT FOR|:" & o
8 M i H 4 PPE . M
o S N~ | ] g .
oy e e \\{ =} S ¥ O
A 4 p\/c/,’»’: 4" PVC R 3” SCH. 80
S S I I mpaég; © ] “|\ PVC FM. oUT
| w/BOOT i w/ " v iy A 7| “NON=SHRINK
e e T o | GROUT (TYP)
(3) 2" GALV.-/% \5,000 PSI/
COUPLINGS REINFORCED
FOR CONDUIT CONCRETE
(TYPICAL)

36" x 36" CAST IRON 36" x 36" CAST IRON 36" x 36" CAST IRON
FRAME & COVER — HINGED VAULTS REINFORCED FRAME & COVER — HINGED FRAME & COVER — HINGED
w/SPRING AS&ST\\ FOR TRAFFIC RAﬂNGx\ ,//fw/SPRNG ASSIST ,//fw/SPMNG ASSIST
e O P T S\ I s— N

“?O - S ‘» (=) s i EKITIYe) JHF FORVIEENMFOTE = = .
= : 2] SR T & L S le ALUMINUM R 3
= S > I ey i - ACCESS 13" SCH. 80|
Il \ A 1 3"SCH. 80 |] |o|,~ LADDER 21 PVCFM. |
AW gooT-" |~ . N N
PIPE IN Tk PYE lror 4 [ | PVEEMAL Al -
-~ PPE ouT (B 5 A m ; =
_ | |w/BOOT . * w/BOOT R IS L e - E P
2 N . o © mims e 6 >
“la '\ © o AARM | o) i =
© © N LAG . e O {CW -l R S B :
B LEAD L e 4 N ORI 6
: - i
- OATED STEEL
6 2 BVC DRAN PIPE SUPPORT
' i el OF o w/BACKWATER STOP (TYP OF 3)
6 SRS INSTALLATION BY
f :NI v THE CONTRACTOR
~— 6”
i
NOTES

gy CF & F

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

CLEAR FLOW

SCALE: NONE

DATE:

2007

DWG: WwWe060-3PVC-GT

w/GRIT TRAP

0060 DUPLEX PUMP STATION




w7

4” BLOCKOUT
FOR CONTROLS -
ﬁ e 11/27 Quick
- 1 | | coweine g
= 5 11/2” PVC &
© | B  GATE VALVE
) M 3 [ 8 | - .
. 7 £ :
| BOOT FOR | B - ~
> 4" PPE :
ol ; <
'Y R (. N
PLAN VIEW 24" x 36" ALUMINUM
ACCESS HATCH
/(HALI_IDAY S1R—2436)
> @ ;
< P 12" ~
ST 1119 0w
Y Fy oy [ 3 a
\ P T 5,000 PS|
< . ~4 REINFORCED
~ e 1, ~CONCRETE
‘ /ﬁ 11/2" |
BOOT FORZ | PVC
4” PIPE ALARM o/ re | o
: G e LFTING | . &
0 CHANS [.] 11/2
N / 1 BALL
©
LEAD o
PUMP OFF o/
S 15 S - - ; QU
67’ ‘A'(TLE\:ZW‘C;,‘A'}“A R T R T T N T
}
SECTION VIEW
NOTES

1. LIFT STATION SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 29,000 LBS.
2. CONTROL PANEL SHIPPED SEPARATELY FOR HOOK—-UP & INSTALLATION BY
THE CONTRACTOR

CL EAR FL O \/\/ SCALE: NONE | DATE: 7/08/98 DWG: WW2500 DUPLEX

2500 GALLON
BYCP&P CFFLUENT PUMP STATION

(800) 648 — 2678




100"

5,000 PSI

REINFORCED NON—SHRINK

CONCRETE GROUT (TYP) 2” BALL
, CHECK VALVE
2" SCH. 80 (TYP OF 2)

(3) 2” COUPLINGS
FOR CONDUIT 5 Q"

PVC F.M.
BOOT FOR / ] -
4” INFLUEN = - == g
T\\ :Q . 1 = S
@Jl © [ w0
) - ‘\ %)
- == 2" SCH. 80
DUPLEX \2” SCH. 80/ PVC M.
GRINDER PVC F.M. . 2" BRONZE
PUMPS 2 PVC GATE VALVE
NON—SHRINK UNION (TYP OF 2)
4" VINYL—COATED GROUT (TYP)
SCREENED VENT CAP
w/GALVANIZED RISER
30" x 48" ALUM.
FEEEN 24” x 36" ALUM. ACCESS HATCH
/?/ACCESSHATCH
2oot RICTIRICR RS e N L ',jf'v!: 1 3/4” SS. : :
ST < 7 cune |
) "L RALS )
° = I o : |
~ °l son | "%
BOOT FOR | o 12 - Ao e
47 INFLUENT- |- 1 TY 80 PV% 3 vasé: FH,? °
,7/; Lo - - =1 L, —
< . *Z*—mf T N T
> L AG ON - \ / STEEL PIPE SUPPORT
LEAD ON 6" BLOCKOUTS (TYP OF 2)
‘\ FOR DRAIN
S.S. CHAIN ] ST~ 27 SCH. 80
.| PVC PIPE
AMES OFF 1 o I .7 2" BASE ELBOW w/
o | 1)]a— || LFT-OUT COUPLING
CE 7 - (TYP OF 2)
BOTTOM [~ 7]
w0
NOTES:

1.

PUMP STATION SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 28,000 LBS.

2. DUPLEX GRINDER PUMPS MOUNTED ON BASE ELBOWS w/LIFT—OUT COUPLINGS
3. CONTROL PANEL SHIPPED LOOSE FOR INSTALLATION AND ELECTRICAL HOOK-UP BY OTHERS.
4. ALL CONNECTIONS BETWEEN THE WET WELL AND VALVE VAULT ARE THE

RESPONSIBILITY OF THE CONTRACTOR.

CL EA R FL O \/\/ SCALE: NONE | DATE: 10/03 DWG: WWE GRINDER-DUPLEX—2INCH

&' DIAMETER DUPLEX GRINDER PUMP
BYCP&P STATION w/EZ—0UT RAIL SYSTEM

(800) 648 — 2678




(3) 2” COUPLINGS & 0"

5,000 PSI FOR CONDUIT »6”+ 12"
REINFORCED i
CONCRETE _
‘o
S e T 3 DP g
BOOT FOR /
47 INFLUENT\ =
i Tvol o
i N = = = .
D — =
DUPLEX : 5 \3” D|p/
GRINDER R
PUMPS o
NON—SHRINK N m%«jw

GROUT (TYP) 5 oLaw 3" \RS

4” VINYL—COATED
SCREENED VENT CAP CHECK VALVE GATE VALVE
w/GALANIZED RISER
PLAN VIEW PLAN VIEW

4” VINYL—COATED
SCREENED VENT CAP
/W/GALANIZED RISER

24" x 42" ALUM. 30" x 30" ALUM.
ACCESS HATCH ACCESS HATCH fa—
/‘\/(HALLIDAY SR-2442)  (HALLDAY S1R_3030)\N N :
© B I ‘::‘ TP 3/47 s s, R E— RS 7 Ty -
3 e EE— /GUIDE e RS
L RALS ~ » ~
BOOT FOR |- R 9 o R TN
47 INFLUENT~_ |- 7 - NG o
E 6 0 SL(TYP) e ‘—" @
Y ;\EZ;* | 7//’ T - e 7\ : °
R T i T L G T
=) LA UN - @ — ) — SN I T T a0 »
a LEADON || @ ﬁé\ . b g A TR 6
~] 6 BLOCKOUT = LSTEEL PIPE SUPPORT f
S.S. CHAN —-~— T FOR DRAN ~ (TYP OF 2)
3" DP
BLMES OFF . & I < 2" BASE ELBOW w/ SECTION VIEW
2ol dfjm—— "1 LFT-OUT COUPLING
22 7\t anmy (TYP OF 2)
BoTTOM [T Ny I A B
top |G
- 7’ 2” Ll
SECTION VIEW
NOTES:

1. CLEAR FLOW PUMP STATION SHIPPED ASSEMBLED WEIGHING APPROX. 28,000 LBS.

2. DUPLEX GRINDER PUMPS MOUNTED ON BASE ELBOWS w/LIFT—OUT COUPLINGS

5. CONTROL PANEL SHIPPED LOOSE FOR INSTALLATION AND ELECTRICAL HOOK—UP BY OTHERS.

4. ALL CONNECTIONS BETWEEN THE WET WELL AND VALVE VAULT ARE THE RESPONSIBILITY OF THE CONTRACTOR.

CL EA R FL O \/\/ SCALE: NONE | DATE: 4/06 DWG: WW6 GRINDER—DUPLEX—3INCH

6" DIAMETER DUPLEX GRINDER PUMP
BYCP&P STATION w/E—7 OUT RAIL SYSTEM

(800) 648 — 2678




& 0

10 Q"

(3) 2" COUPLINGS
5,000 PSI FOR CONDUIT o o
REINFORCED — -
CONCRETE~ 77/ s v
24" HOIST T BTN . C NS
REACH O FERNEON v op T b i B
o i ‘ N B ©
BOOT % SN e e N, ) / N
INFLUENT /- N li= - ="
2 Tyeol o % = °
L. L. / iy \ )
== 3" DIP
DUPLEX T o pp— F.M. OUT
GRINDER iy 4
PUMPS NON—SHRINK T T TN
4" VINYL—COATED GROUT (TYP) 3 OL&W = NRS
SCREENED VENT CAP CHECK VALVE GATE VALVE
w/GALVANIZED RISER
4" VINYL—COATED
SCREENED VENT CAP
30" x 42" ALUM. 30" x 30" ALUM. w/GALVANIZED RISER
S.S. HOIST . ACCESS HATCH ACCESS HATCH =
SOCKET\L __~(HALLDAY SR-3042) (HALLIDAY SR_BOZ}O)\‘N . +
oy [F=——— 7o PULTRUDED A6
N =7 FIBERGLASS GUDE SN
INTEROR |- o : - .
-] —RAILS o~ o~
BITUMINOUS |- PR 5
COATING —»] 5 = - 2.
j; R X 9N , PN
. & O” A 1]2” o . 12 =
_ A E@ﬂ — - == = g
: | BOOT FOR/ié = ! N ‘o
~ T61/2" 5 ) S V37 DIP
~ | INFLUENT : N 4 ~ L =
B o CHAN b7 vV N - S O O B %L}
FCYRN ?/4\ . } S SRR RS 6"
o} LAG ON |- el \ 6F8F%ODCRKACII>M\LIJT “STEEL PIPE SUPPORT i
o} [FADON |- o e o (TYP OF 2)
o - SECTION VIEW
PUMPS OFFl- | @/ ] —BASE ELBOW w/ C
o el EEp | Uy Goae
BOTTOM [ =
- CTTHE (LEBR - Lt L o e e
o | RO T T T T y o
T ‘ ﬁ[:ﬂ
o
NOTES i
1. PUMP STATION SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 30,000 LBS.
2. DUPLEX SOLIDS HANDLING PUMPS MOUNTED ON BASE ELBOWS w /LIFT—OUT COUPLINGS
3. CONTROL PANEL SHIPPED LOOSE FOR INSTALLATION AND ELECTRICAL HOOK—UP
BY OTHERS.
4. ALL CONNECTIONS BETWEEN THE WET WELL AND VALVE VAULT ARE THE v

RESPONSIBILITY OF THE CONTRACTOR.
1,000 LBS. S.S.

PORTABLE HOIST

CL EAR FL O \/\/ SCALE: NONE | DATE: 6/06 DWG: WW6 DUPLEX—3INCH

5 DIAMETER SOLIDS HANDLING
BYCP&P DUPLEX SEWAGE PUMP STATION

(800) 648 — 2678




(4) 17" GALV. COUPLINGS CAST
INTO TOP ON 6" CENTERS

36" x 48" ALUMINUM

ACCESS HATCH 60

(SR — 3648) e
4 DIP ;
/OUT 12
e -
&
\ ”
—| 4" DIP
o NN ‘
11" Diam. s 3 Iy - N gy
BLOCKOUT L Y& — =%
w/PRESS SEAL L 1
GASKET SO ol \
5,000 PSI/ 6
REINFORCED Lo _
CONCRETE 4” SWING 6 i

CHECK VALVE PLAN VIEW

3" FEMALE QUICK
4” VINYL—COATED — COUPLING w/DUST PLUG

P 4" VINYL—COATED
» SCREENED VENT CAP
33%%F5ENEE'BTR?SAEE PORTABLE HOIST 3" BRONZE ALUMINUM v,/ GALVANIZED RISER
\@ MOUNTING SOCKET\ .~ GATE VALVE /ACCESS HATCH/?(
[ w
ELEV. » » = % - | N » — +
= S S R ALUMINUM [V = » 2" EMER |
. . | ACCESS il % op e ¥ PUMP OUT : i .
. o & @ LADDER ~ OATE w/QUICK |+ &
o : ; e VALVE ~ COUPLING |- ;
55} N B
e ] PULTRUDED RN o ! :
g RAIL SYSTEM Mm gl
" w/BREAK—AWAY
FITTING

* o = y .
% v [V o N
x 0 . N ™ £
< |l YT
> LA .
* E: S, \ N~
571 \.3" PVC DRAN w/BACK—
PN WATER STOP PROVIDED SECTHON V|EW
MERCURY LIFTING N FOR INSTALLATON
FLOAT N CHAIN \ - BY CONTRACTOR
CONTROLS N

{™~-3" GALVANIZED 2’ 0" REACH

) EMERGENCY
PUMP OUT
T4 CAST IRON
ELEY' 2 SLUDGE SHOE
>
z
o0 o g
96 ot Y2
[T
1
SECTION VIEW
] Y
NOTES:

1. WET WELL STRUCTURE SHIPPED IN SECTIONS WITH HEAVIEST LIFT APPROXIMATELY 36,000 LBS. -
2. VALVE VAULT SHIPPED ASSEMBLED WEIGHING APPROXIMATELY 15,000 LBS.

CL EAR FLO\/\/ SCALE: NONE | DATE:  7/08/98 DWG: WW8 DUPLEX—4INCH
8" DIAMETER DUPLEX PUMP STATION
(g:l/CREQPE&é{CASPT,LLC w/PULTRUDED RAIL BREAK—AWAY SYSTEM

(800) 648 — 2678




(3) 2” COUPLINGS
+ FOR CONDUIT

6 0
5,000 PS| 6 12"
REINFORCED +* il
CONCRETE

BOOT FOR

4 \NFLUENT\ [

\w:

o

o

,
.

A

12

* 0

v o o) ' m (=}
- - - — ] 7\ ©
} e 3" DP
FM. OUT
DUPLEX \3” DIP/
GRNDER .-\ S
PUMPS
NON—SHRINK s e A AN €
GROUT (TYP) , A
37 OL&W 37 NRS
CHECK VALVE GATE VALVE

4" VINYL—COATED

SCREENED VENT CAP S
w/GALANIZED RISER T PLAN VIEW
PLAN VIEW
4” VINYL—COATED
W/ CALANZED RISER
24” x 42" ALUM. 30" x 30" ALUM. w
St ACCXESSZHATCH ( ACCESS HATCH | =y
L (HALLIDAY STR-2442) HALLIDAY SR-3030 A
TOP A : / o \N q I
oy [ R s/a0ss, s WIS 7 Iy -
L 5\ "GUDE v o
J ;\?/RAILS N X ‘,:{j ,
° ' > - ‘ >
S o oo
AE()ISI-ILLGSET L o | - ] 12” o >
' (TYP) r—— . 4——‘ ;
7% T Zi = - == I3\ =1
oo ALARM Y r61/2 -] \3” DP ©
o> LAG ON - | 2 5 o FMOUT =
oL f .1\ 6” BLOCKOUT >
SS.CHAN [Wi { o2 FOROCKOL " STEE(LTs::I;-’EOEUZP)PORT }
k -3 P
o= 7 L] LFT-ouT coupLing
|5 | AL, - (TYP OF 2)
"y BOTTOM ISR i | C
SECTION VIEW
NOTES:

1. PUMP STATION SHIPPED ASSEMBLED WEIGHING APPROX. 36,000 LBS.

2. DUPLEX GRINDER PUMPS MOUNTED ON BASE ELBOWS w/LIFT—OUT COUPLINGS

3. CONTROL PANEL SHIPPED LOOSE FOR INSTALLATION AND ELECTRICAL HOOK—UP BY OTHERS.

4. ALL CONNECTIONS BETWEEN THE WET WELL AND VALVE VAULT ARE THE RESPONSIBILITY OF THE CONTRACTOR.

CL E f R FL O \/\/ SCALE: NONE | DATE: 4/06 DWG: WW8 GRINDER-DUPLEX—3INCH

8" DIAMETER DUPLEX
BYCP&P GRINDER PUMP STATION

(800) 648 — 2678




26" 6" BLOCKOUT
FOR CONTROLS

WET WELL SHOWN AS 10" SWING
MANUFACTURED BY CHECK VALVE 10" NRS
CLEAR FLOW /AMERICAST (TYP OF 2) GATE VALVE

HOIST

SOCKETS 10” DIP

BLOCKOUT o N 77N
FOR INFLUENT | |

10” DIP
F.M. OUT

10" DIP ALUMINUM

ACCESS
LADDER
DUPLEX
e PLAN VIEW
2) 36" x 36" ALUM. ) . , .
( )ACCE§S LATCH 4” VINYL—COATED 36" x 36" ALUM. 4” VINYL—COATED
(HALLDAY SIR-3636) SCREENED VENT CAP ACCESS HATCH SCREENED VENT CAP
LOIST . w/GALV. RISER (HALLDAY SR-3636)  __—w/GALV. RISER
=3 =t
SOCKETS =, K s
N o o
2 ALUMINUM
x . ACCESS
3 i ° LADDER
; RN > B
BLockouT [ e
FLOAT s
| FOR INFLUENT SWITOES A oy E
8  ALARM oo \o X noe A 1]
g LAG. el 1 Mo P | O PP
3 ot ; N
2 e - 77
[ S A P T
9 LFTING \ GFMSTEEL FIPE SUPPORT
* CHAIN— 2” PVC DRAIN LINE (TYP. OF 3)
w /BACKWATER STOP :
96
""""""" 6" x 107
ECCENTRIC
INCREASER
.\MONOLITHIC
DUPLEX PUMPS BOTTOM
w /BREAK—AWAY SECTION
10 0” SYSTEMS
T8
SECTION VIEW PORTABLE HOIST

NOTES:

1. WET WELL STRUCTURE SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR. VALVE VAULT SHIPPED ASSEMBLED.
2. HEAVIEST LIFT APPROXIMATELY 42,000 LBS.

CL EA R FL O \/\/ SCALE: NONE | DATE:  9/09/08 DWG: WW10 DUPLEX

10’ DIAMETER PUMP STATION
BYCP&P & VALVE VAULT w/10" PIPING

(800) 648 — 2678
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NOTES:
1. WET WELL SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE
CONTRACTOR. VALVE VAULT SHIPPED ASSEMBLED.
2. HEAVIEST LIFT APPROX. 50,000 LBS.

SECTION VIEW

CLEAR FLOW

SCALE: N

ONE | DATE: 10/26/99 DWG: WW12 TRIPLEX
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CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

12" DIAMETER TRIPLEX
SEWAGE PUMP STATION




24" x 247 ALUM.
ACCESS HATCH

4” VINYL—COATED
SCREENED MUSHROOM
VENT CAP w/GALV. RISER

EXTERIOR/

WALL SLEEVE

w/B0OOT
(ASR—2424) / /

BUILDING

OF WET WELL WITH
SIKAFLEX 1A CAULK

PUMPS MOUNTED
TOWARD THE WALL

BITUMINOUS ,
COATING o’ PUMP SKID
FRAME OUTLINE
Ny X 36"
BLOCKOUT
"T-6" CLASS 53
DIP F.M. OUT
NOTES:
PL AN VIEW 1. WET WELL SHIPPED IN SECTIONS
TO BE ASSEMBLED BY THE
CONTRACTOR WITH HEAVIEST LIFT
24” 24” ALUM. APPROXIMATELY 48,000 LBS.
ACCESS HATCH 2. SMITH & LOVELESS DUPLEX PUMPS
(ASR-2424)
/ 4" SOLID SLEEVE
TOP "~ w /MEGA-LUGS
. EXTERIOR v
v BITUMNOUS | B I
o COATIING\'_;::' 2 REDURERS
. 6" CLASS 53— h
- DIP FM. OUT 1 - NCBITUMASTIC
x ] ROPE SEALANT
o w/6" JOINT
WRAP
| O B 6" CLASS 53
o & % "] DIP SUCTION
(\Jl LINES
]
WALL SLEEVE . Lo
w,/BOOT — |+ T3 x 37 x 3/8” ALUMINUM
ANGLE PIPE SUPPORT
o w/S.S. U-BOLTS
o i 12" x 12" CONCRETE ANTI—
] FLOATATION COLLAR ADDED
<y TO WET WELL BOTTOM
‘o SECTION BY CLEAR FLOW. REBAR
g DOWELL STUBOUTS (#5 BAR x
1 1 16” LONG) ARE EPOXIED INTO
© 2, HOLES DRILLED IN THE WET WELL

BOTTOM

o

T ? SECTION ON 18" CENTERS.
s | O\

SECTION VIEW

CLEAR FLOW

sy CF & F

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

SCALE: NONE

DATE: 2007

DWG:WW8 END SUCTION-WET WELL

8" DIAMETER END SUCTION
PUMP STATION WET WELL
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SCREENED
MUSHROOM VENT
CAP w/GALV. RISER

16 1
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w/BOOT
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SIKAFLEX 1A CAULK
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I
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(see note #3)
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[ [ L]
FINISH L L [ T L[ T T (see note #4)
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-
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PLAN VIEW

‘ﬁ UNDER WALL

FOOTER /
8" APRON

SLAB AT DOOR

SECTION VIEW

] EXHAUST FAN = \

|

\
SMOOTH [T 1

w/DAMPER

w/FAN (see note #4) | {&if

XTOP IS SLOPED

TOWARD REAR

FOR RUNOFF

FAUX BRICK

[

[

[

[

I

‘ FINISH
=
I

[

[

[

FRONT VIEW

( 5 BAR @ 10" O.C.EW.)

NOTES:

8" CONCRETE SLAB—

TWO ROUNDS IN FOOTER
(4 000 PS|) DOWELL INTO WET
WELL TOP w/#4 BAR @ 12" O.C.

1. BUILDING SET ON TURNED—DOWN SLAB. GRAVEL PAD TO BE PREPARED BY THE CONTRACTOR.

2. BUILDING TO HAVE FAUX BRICK FINISH

3. EXHAUST FAN WITH ELECTRICALLY ACTIVATED DAMPER — INTERLOCKED w/INTAKE LOUVER & LIGHT SWITCH
4. ELECTRICALLY ACTUATED 16" x 16" ALUMINUM INTAKE LOUVER McMASTER CARR #2047K513 INTERLOCKED w/LIGHT SWITCH
5. SMITH & LOVELESS DUPLEX PUMPS

CLEAR FLOW

gy CF & F

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

SCALE: NONE

DATE:

2007

DWG: WW8& END SUCTION—BUILDING

8" DIAMETER END SUCTION
PUMP STATION BUILDING




12" SMOOTH HOLE
w,/BOOT FOR 8" INFLUENT

4" VINYL—COATED
SCREENED MUSHROOM
VENT CAP w/GALV. RISER

BUILDING WALL

12" SMOOTH HOLE
w/BOOT FOR 8" INFLUENT

21

PUMP FRAMES ASSY.
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WITH SIKAFLEX 1A CAULK

PUMPS MOUNTED
TOWARD WALL

42" x 307

S
N
8" DIP F.M./ II -

out

PUMP SKID BLOCKOUT
OUTLINE —~

STEEL WALL

SLEEVE WITH

LINK SEALS

PLAN VIEW

R 4" VINYL—COATED
30" x 307 ALUM. SCREENED MUSHROOM

ACCESS HATCH VENT CAP w,/GALV. RISER
(HALLIDAY S1R—3030)\' Ve v/
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a
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BITUMASTIC ROPE ; FORCE MAN *
SEALANT w /12" .
. JOINT WRAP
o) \ . L
Lol
[ T
3
Wl ™
9 EXTERIOR COATED @F T T 3 -
w/BITUMINOUS ; T T~
X COATING : N ; 12" SMOOTH HOLES
M T~ =] w/BOOTS FOR 8" INFLUENT
q : 8” DP
. LINES :
FLOATS— .-} NOTES:
- — - 1. WET WELL SHIPPED IN SECTIONS TO BE
HIGH ALARM ON ; \ : ASSEMBLED BY THE CONTRACTOR.
"""""""""" g : 2. HEAVEEST LIFT APPROXIMATELY 52,000 LBS.
, 3. PUMPS ARE SMITH & LOVELESS END SUCTION
_ IAGON.. ... : w/OUT FIBERGLASS COVER
o3 . LEADON. .
T OFF : < ] ; N % X 18” x 18” MINIMUM EXTENDED
3 TN TR AN L K N R S S CONCRETE BASE POURED ON-SITE BY
laol W-ALARM DY e ALy CONTRACTOR. CLEAR FLOW WILL DRILL
&2 F SNC- L SN "], HOLES IN THE PRECAST SECTION ON
. 18" CENTERS AND PROVIDE 16" LONG
#4 REBAR DOWELS & ONE #3 REBAR
HOOP FOR REINFORCEMENT.
12 4
® 4

SECTION VIEW

CL EA R FL O \/\/ SCALE: NONE | DATE: 2007 DWG: WW12 END SUCTION-=WET WELL

12 DIAMETER END SUCTION
BYCP&P PUMP STATION — WET WELL

(800) 648 — 2678
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Sy Over All Height 27’-11"
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(see notes)
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OUTLINE : e S N S S E S S N
] : e — = N ——
: : I R N N —
| R
s EXTERIOR / T~ CONCRETE
N HPS LIGHT SLAB OUTLINE
" (TYP OF 3) BACK VIEW

3 0" x 6’ 8" DOUBLE DOORS — 18 GA./
FACE SHEETS w/16 GA. FRAME.
DEADBOLT LOCKSET w/THUMBWHEEL
ON ACTIVE DOOR, HEAD & FOOT BOLTS
ON PASSIVE DOOR. SLIDING HOLD
OPEN ARMS ON BOTH DOORS.

127 x 18" ELECTRICALLY
ACTUATED INTAKE
LOUVER — INTERLOCKED
w/FAN (see notes)

ROOF TAPERED

. TOWARED REAR
FOR RUNOFF

\‘

6 [ \ |
T T [ T [ [ T T T T T S S i i B S R R
SMOOTH | [I— T T T— T T T [ [ [ T 1 NI L
i J—‘F‘J—r‘ - e e e s 1 E
FALSE =
= e JONTN HT L=, \ake R A A R e B s s S
2 5 I ﬁﬁ*“LOU\/ER / i s s s s s s
ol T Y — —— EXHAUST FAN R S —_,—YS€YS,S,,
ol ©| \‘\‘ ‘\‘\‘\ w/DAMPER T T T T T T T 7T
= ~ S I : I : : I : T : T (see notes) [ I [ : [ : [ : I : I : I : I : T : T
o
o & — q\ —— FAUX BRICK [ [ [ [ T T T T I INTAKE
> DEADBOLT
2 E = comy (0| R S M
— ———
T HANDLE e — L T T [ [ L [ [ I
! L1 T [ [ [ T T T T .1
T R T T T T [ T T Iy
e L - T T
6" CONCRETE SLAB
(#4 BAR @ 9" O.CEW.) .EJ FRONT VIEW
w/TWO ROUNDS N 18" H E—

x 12" W FOOTER (3,500 PSI) - o LEFT SIDE VHEW

DOWELL INTO WET WELL
TOP w/#4 BAR @ 12" 0.C.

NOTES:

1. CLEAR FLOW BUILDING SET ON TURNED—DOWN SLAB. GRAVEL PAD TO BE PREPARED BY THE CONTRACTOR.

2. BUILDING TO HAVE FAUX RED BRICK FINISH

3. EXHAUST FAN WITH GRAVITY ACTUATED DAMPER — INTERLOCKED w/INTAKE LOUVER & FAN. EXHAUST FAN CONTROLLED BY WALL MOUNTED SWITCH.
4. ELECTRICALLY ACTUATED INTAKE LOUVER INTERLOCKED WITH EXHAUST FAN.

CLE i\ R FL O \/\/ SCALE: NONE | DATE: 2007 DWG: WW12 END SUCTION-BUILDING

12’ DIAMETER END SUCTION
BYCP&P PUMP STATION BUILDING

(800) 648 — 2678
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w/BOOT
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SUCTION LINE

HDPE WALL SLEEVE
w/LINK SEALS &
S.S. HARDWARE

PLAN VIEW

4” VINYL—COATED
SCREENED VENT CAP
w/GALV. RISER

30" x 30" ALUM. GUTTER
FRAME ACCESS HATCH
(HALLIDAY W1R—3030)

24 2 1/2°

23 2 1/2"

DEHUMDIFIER ON WALL
MOUNTED ALUM. SHELF
(LOCATION TO BE
FIELD DETERMINED)

6" DIP FORCE
MAIN OUT

10" SCH. 40 PVC
COUPLING CAST INTO
WET WELL WALL

(4) 2" PVC
CONDUITS

6
SUCTION LINE

SUCTION LINE

HDPE WALL SLEEVE
w/LINK SEALS &
S.S. HARDWARE

_

PRESSURE GAUGES
(see notes)
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PLAN VIEW
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Y| SUPPORTS @ 60" VENT PIPING ALUMNUM LADDER
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KOPPERS 300M I
T~ 6” DIP FORCE ] MANHOLE 5
» 6” DIP EMER. PUMP MAN OUT : RISER .
Mﬁmgﬂg OUT SUCTION LINE e =y
y o —]
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1A 11/4" TYPE K COPPER 11/4” TYPE K COPPER ] P B
FROM SUMP_PUMP IN FROM SUMP PUMP IN g EYE BOLTS N
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L;\ ” ZQLZJ MOUNTED w/2 COATS KOPPERS
6" FcA TO WALL /30
- 00T FOR N
AR INTAKE COUPLINGS BETWEEN >4
5 PRS?F\’/\%E\I/D I"NOR WET WELL & DRY WELL RSEDEC‘ER\ i e
: / SUPPLIED & INSTALLED ™ INTERIOR COATED
® ALUM. BAR BY OTHERS L w/2 COATS SKA 62
| SCREEN TRASH EPOXY
BASKET ) o —
n
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SUCTION LINE
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50
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13 4"

SECTION VIEW
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VALVES, UNONS & 11/4 .
COPPER PIPE (SWEAT FITTINGS) 134
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3

SUCTION LINE

307 x 10" DEEP SUMP— | NRS GATE VALVE

SECTION VIEW

E) WITH 1 1/4" PIPING, BALL VALVES AND CHECK VALVES

NOTES:

1. CLEAR FLOW STRUCTURE SHIPPED IN SECTIONS TO BE ASSEMBLED BY THE CONTRACTOR. HEAVIEST LIFT APPROXIMATELY 64,000 LBS.
2. DUPLEX PUMPS w/NEMA 4X CONTROL PANEL

3. (2) ZOELLER MODEL M—53 CAST IRON SERIES SUMP PUMPS (115 VOLT; 1 PHAS

4. ASHCROFT #1279 PRESSURE GAUGES PROVIDED.

5. VENTILATION FAN BY DAYTON — GRAINGER #4YC68 10” PVC DUCT QUTSIDE DRY WELL TO BE INSTALLED BY THE CONTRACTOR

6. ALL PIPING & CONNECTIONS OUTSIDE STRUCTURES BY THE CONTRACTOR

SCALE:

NONE | DATE: 2007 DWG: WW10 WET WELL-DRY WELL

CLEAR FLOW
gy C P&

CONCRETE PIPE & PRECAST, LLC
(800) 648 — 2678

WET WELL/DRY WELL
SEWAGE PUMP STATION
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